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BATTERY POWERED/SENSOR OPERATED

LAVATORY/STN. ST./19-5/8" X 16-11/16" OVAL/C'TOP MTD./ADA

BATTERY POWERED/SENSOR OPERATED

A        ALL PIPING IS ABOVE THE CEILING (AT THE UNDERSIDE OF STRUCTURE IN EXPOSED

          STRUCTURE AREAS), UNLESS OTHERWISE NOTED.

B        REFER TO SCHEDULES, DETAILS AND DIAGRAMS FOR PIPING, PIPE SIZES AND

          PIPELINE DEVICES NOT INDICATED ON THE FLOOR PLAN.

C        ABOVE CEILING UTILITY SPACE IS LIMITED IN CERTAIN AREAS.  COORDINATION WITH

          ALL TRADES IS CRITICAL, PRIOR TO INSTALLATION ON ANY WORK.

D        LOCATIONS AND SIZES OF EXISTING PIPING HAVE BEEN DETERMINED FROM A

          REVIEW OF EXISTING DRAWINGS AND/OR SITE INSPECTION, WHERE POSSIBLE. FIELD

          VERIFICATION OF EXACT LOCATIONS, ELEVATIONS, INVERTS, SIZES, DIRECTION OF

          FLOW, ETC. SHALL BE REQUIRED PRIOR TO BEGINNING NEW WORK.

E        ALL PIPING SHALL BE REMOVED BACK TO ACTIVE MAINS AND CAPPED, OR

          REMOVED BACK TO POINTS OF CONNECTION OF NEW WORK. INACCESSIBLE PIPING,

          WHERE SO NOTED, TO BE ABANDONED SHALL BE DISCONNECTED FROM ACTIVE

          MAINS AND CAPPED OR PLUGGED IN CONCEALED LOCATIONS.

F        NEW CONNECTIONS TO EXISTING PIPING SHALL BE WITH THE SAME SIZE AS THE

          EXISTING PIPING UNLESS OTHERWISE NOTED.

G        ALL REMOVED MATERIAL AND EQUIPMENT SO DESIGNATED BY THE C.O.T.R., SHALL

          BE TURNED OVER AND PLACED WHERE DIRECTED. ALL MATERIAL AND EQUIPMENT,

          WHICH THE OWNER DOES NOT WISH TO RETAIN, SHALL BECOME THE PROPERTY OF

          THE CONTRACTOR RESPONSIBLE FOR THE REMOVAL.
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WATER SERVICE DIAGRAM
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DOMESTIC WATER PIPING DIAGRAM
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NOTES

1 EXISTING TO REMAIN.

2 VALVE & CAP PIPING AT UNDERSIDE OF STRUCTURE
TO FACILITATE FUTURE EXTENSION.

3 DOMESTIC WATER PIPING LOCATED ABOVE
EXISTING BASEMENT CEILING.

NOTES

1 EXISTING TO REMAIN.

2 EXTEND SANITARY PIPING (SIZE AS INDICATED) UP TO
UNDERSIDE OF STRUCTURE AND CAP TO FACILITATE
FUTURE EXTENSION.
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